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UHDERGROUND WARNING TAPE (HOTE 5)
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TRENCH CROSS SECTION

SCALE: NT.S.

LOCKABLE COVER (V) ~ SHUTOFF VALVE
_1 PRESSURE RELIEF VALVE
UQUD LEVEL FLOAT GMIGE (0-100% RANGE) FIRST STAGE PRESSURE SECOND STAGE PRESSURE
_ REGULATOR %}of TNTERMEDIATE REGULATOR (10§ TO 14" WG,
cAe . PRESSURE) 3) OPERATING PRESSURE)
ASSEMBLY, ROCHESTER §7650 FLEXIBLE POLYETHYLENE
\@\ 1/2" DRISCOPLEX, 6500 POL FUEL
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UNDERGROUND
TAPE (NOTE 5)

“HOTES:

1, 1P GAS SYSTEM INSTALLATION SHALL SATISFY ALL STATE AND LOCAL CODES.
2, AL COPPER FITTINGS SHALL BE BRAZED JOINTS,

3. HIGH PRESSURE REGUUATOR SHALL DELVER 200 CPM AT MIN. 10 PSI DELIVERY
PRESSURE AHD SHALL BE MANUFACTURED BY REGD OR APPROVED EQUAL

4, COORDMATE PPE SIZE PER TANK SUPPLER REQUIREMENTS,
S5, UNDERGROUND WARNING TAPE SHALL BE BRADY §01800.

B, CONTRACTOR SHALL MAXE FRUAL PIPING CONNECTIONS 7O THE GENERATOR
MANUFACTURER PROVIDED PIPING, PROVIDE EPOXY SEAL-OFFS BY ALARM
PENETRATION AND N YHE EQRUEPMENT BUILDING. ’

MONITORRIG EQUIPMENT SHALL BE VWA 1/2°
WEATHERPROOF FLEX WiTH LIQUIDTIGHT CONNECTORS TO THE' SWITCH GAJGE
ASSEMBLY, ROCHESTER 7550, SITE DEVELOPMENT CONTRACICR S['HLLROI.IIETO(;{KIG
AWG CONDUCTORS FROM FUEL TANK MONITORING EQUIPMENT TO THE GENERA :

8. ALl PPING BETWEEN THE TANK CONTROL YALVE AND THE FIRST STAGE PRESSURE
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FOR A WORKING PRESSURE OF 400 PSL THIS OF THE SYSTEM SHALL BE

TESTED TO THE VAPOR PRESSURE OF THE GAS OR 125 PS!, WHICHEVER 15 GREATER.

%, IF REQURED BY LOCAL CODES AND ORDINAMCES, SUBSTITUTE BXACK DUCTLE RON
PIPING SUTTABLE FOR LP GAS FOR FLEXIBLE FUEL LINE OR COPPER FUEL LINE
PIPING SIZE SHALL NOT CHANGE. :
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/™ 1PG TANK AND PIPING INSTALLATION DETAILS
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