
SPECIFICATIONS 

The Contractor shall provide all required labor, material, permits, engineering, local and state 
inspections to provide a 100% completed project. 
  

1. PURPOSE 
The purpose of this solicitation is to select a Contractor to remove and replace insulated chilled water 
piping per plans and specifications at the Lake County Sheriff’s Administration Building (360 W. Ruby 
St., Tavares, FL 32778)  

2. DESCRIPTION OF WORK 
a. Remove asphalt, concrete, sod, etc. as required to excavate for the removal and replacement of 

insulated chilled water supply and return piping (CHWS&R) and hot water supply and return 
piping (HWS&R).  

b. Excavated areas shall be protected and safe guarded at all times. 
c. All debris shall be removed nightly prior to the Contractor leaving the site. 
d. All piping shall be installed prior to disruption of service and making connections.  
e. Connections shall be made at the road side on County property and at the entrance to the 

building(s). 
f. Valves shall be installed at all piping connections.  
g. Piping connections shall be sequenced such that minimum disruption to the County shall be 

experienced.  The Contractor shall notify the County’s Project Manager 24 hours prior to 
disruption of service and shall coordinate with the County’s Project Manager for the scheduled 
stoppage of the water supply. 

h. In addition to required inspections the Contractor shall notify the County’s Project Manager prior 
to covering all piping or valves.  

i. At the completion of piping installation all disturbed areas shall be restored to the same condition 
as before work commenced by the Contractor.  

3. MATERIALS 
a. Replacement piping shall be Sch. 40 A-53B ERW standard weight galvanized steel carrier pipe 

with closed cell polyurethane foam insulation and class 12454-B PVC conduit (see attached 
plan) 

b. All valves shall be brass, ball, meter valves made for the intended use and pressure. 
c. All valves shall be installed in concrete valve boxes for future access.  Valve boxes shall be set 

to finished grade level and shall extend to the full depth of the valves.  

4. SUBMITTALS 
a. Prior to the issuance of a purchase order the Contractor shall submit cut sheets to the County’s 

Project Manager, electronically in pdf format, for all piping, valves, valve boxes, fittings, etc.  
Submittals shall be approved by the County’s Project Manager prior to the start of any work.  
Failure to provide submittals or acceptable products may, at the sole discretion of Lake County, 
be grounds for default. 

b. At the completion of the project and prior to the submittal of the final invoice the Contractor 
shall supply the County’s Project Manager, electronically in pdf format, as-built drawings of all 
piping and valves installed. 
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5. BUSINESS HOURS OF OPERATION  
All work is to be performed during regular County working hours. However, connections may be 
required to be performed after regular working hours.  Regular working hours are Monday through 
Friday, 8:00 AM to 5:00 PM. No work shall be performed on Saturdays, Sundays, or County Holidays, 
unless permission to work has been granted by the County’s Project Manager. Specific project may 
require night and weekend work.  At no time shall the Contractor’s work interfere with the day-to-day 
operation of the County’s facilities.  County holidays include:  New Year’s Day, Martin Luther King, Jr. 
Day, Presidents’ Day, Memorial Day, Independence Day, Labor Day, Veteran’s Day, Thanksgiving 
Day, Day after Thanksgiving, and Christmas Day. 
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